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ROPE MOLDING
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EXISTING CAST IRON LIGHT WELL MEDALLION
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Building Envelope Technologies, Inc. 
 

417 Purchase Street, So. Easton, MA 02375  Tel. 508.238.3587    Fax 508.238.3718   
  www.buildingenvelopetech.com 

MEMORANDUM 

DATE:  N0VEMBER 30, 2017 

TO:  MR. STEPHEN J. STASHESKI 

DIRECTOR OF CONSTRUCTION 
URBANMERITAGE, LLC 
85 NEWBURY STREET, SUITE 400 
BOSTON, MA 02116 
 

FROM:  DAVID HORTON, P.E. 

 
RE:  BUILDING ENVELOPE CONDITIONS 

  123 NEWBURY STREET 
  BOSTON, MASSACHUSETTS 
BET  
PROJECT NO:  17051 

 
Steve, 
 
Per your request, this correspondence has been prepared to respond to the comments from 
the BBAC in regard to the proposed work at 123 Newbury Street.  Also attached are 
reformatted drawings as requested. 
 
Existing Window Conditions: 

• Existing windows are wood framed hung units with single pane glass.  The 
existing windows are in poor condition. During our site inspection, building 
tenants reported cold air drafts and difficulty of operation. In summary, the 
existing glazing is thermally inefficient, the window hardware is aged and difficult 
to operate, and the wood frames and sashes are deteriorated with age (see 
photos below).  Full replacement is recommended. 

 

 

Typical existing window 

conditions.  Note deteriorated 

wood, single pane glass, and 

aged hardware. 
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Roofing Conditions: 

• The main portion of the building is covered with an adhered single ply EPDM 
membrane roof system, which is installed over mechanically fastened 
polyisocyanurate foam insulation. The rear window bay roof consists of a built-up 
asphalt roofing assembly.  Photographs of existing roof area conditions are 
shown below. 

• There is an acrylic dome skylight located between deck and stair headhouse.  
The skylight is cracked and should be replaced. The skylight can be replaced 
with a similar double-dome acrylic, curb-mounted unit to match the existing 
opening. No modifications to the skylight opening will be needed. 

 

Note rotted wood and water 

damage at existing rear window 

sash and sill. 

Typical existing window 

conditions.  Note deteriorated 

wood, single pane glass, and 

aged hardware. 
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Overview of main roof, which 

is covered with an adhered 

EPDM membrane roof 

system.  .    

Overview of existing skylight.  

Note crack.    

Overview of rear window bay 

roof.  Roof consists of built-

up asphalt roofing.    
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Please contact us if you are in need of any further information. 

Respectfully Submitted, 

 

 

David Horton, P.E. 
Engineer 

 

Enc:  Reformatted Drawings A-101, A102, A103 
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