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STEEL LINTEL AT WINDOW IS RUST JACKING THE MASONRY,
OPENING THE BUILDING FACADE FOR WATER AND FREEZE THAW DAMAGE.

STEEL LINTEL AT WINDOW IS RUST JACKING THE MASONRY,
OPENING THE BUILDING FACADE FOR WATER AND FREEZE THAW DAMAGE.

STEEL LINTEL IS RUST JACKING THE MASONRY,
OPENING THE BUILDING FACADE FOR WATER AND FREEZE THAW DAMAGE.

FAILED SEALANT JOINT,
OPENING THE BUILDING FACADE FOR WATER AND FREEZE THAW DAMAGE.

FAILED MORTAR JOINTS,
OPENING THE BUILDING FACADE FOR WATER AND FREEZE THAW DAMAGE.

STEEL LINTEL IS RUST JACKING THE MASONRY,
OPENING THE BUILDING FACADE FOR WATER AND FREEZE THAW DAMAGE.

FREEZE THAW FROM ABOVE DAMAGE / RUSTING OF STEEL MEMBERS.
OPENING THE BUILDING FACADE FOR WATER AND FREEZE THAW DAMAGE.

STEEL LINTEL  IS RUST JACKING THE MASONRY,
OPENING THE BUILDING FACADE FOR WATER AND FREEZE THAW DAMAGE.
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APPROXIMATE LOCATIONS OF EXPANSION JOINTS
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